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1"-90° Bend Galv.

Pipe (Typ. of 4)—}@

/1 2" - No Build Zone Behind
Meter & Back Flow Preventer

18“

In Front of Meter

24" - No Build Zone

Back Flow Preventer

&

NOTE:

+— 36" No Build Zone

Above Meter &
Back Fiow Preventer

DOW provided radio transmitter shall be

Top View

installed outside building per L-6101.
NOTE:
Meter Setting Refer to Division of Water Standard
Provided by the Details "L-6317D", "L-9002A & L-9002B"

Division of Water for additional information.
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NOTE: '
A 1.5" Meter is typically installed on a 2" Water ~ Side View * NOTE:
Service Line. A 2" Meter on a 2" Water Lack provided by DOW.
Service Line requires pre-approval by the
Division of Water Distribution Engineering Office.
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DIVISION of WATER TYPICAL 1 1/2” METER L—-9002C
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